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2.  Press STATUS.

STATUS

Sections 6.2.1, 6.2.2, and 6.2.3 demonstrate two different Status 
Report recitations. The Status Report starts with:

“Hello. This is 555-1234 (or the programmed ID), (Custom ID 
Message).” 
“It is now 12:15pm (or the current time).” 

The Model 800 proceeds with a separate report for each zone. 	
Each zone identifies itself by reciting the zone number and it’s 
associated voice message. 

6.2.1  Example: Status Report, No Alarms

Zones 2, 3, 4, 5, 6, 7, and 8 are configured as dry contact and 
zone 1 is configured as temperature. No alarms exist. The Status 
Report begins by saying, “Hello, this is 555-1234, this is building 
M, third floor; it is now 2:30 pm.”

Following this introduction, the report continues: 

“Zone 1, room temperature, 74 degrees, OK.”

“Zone 2, door alarm, OK.”

“Zone 3, ups alarm, OK.”

“Zone 4, water sensor, OK.”

“Zone 5, OK.”

“Zone 6, OK.”

“Zone 7, OK.”

“Zone 8, OK.”

“The sound is OK.”

“The power is ON.”  This refers to AC power.

“The batteries are OK.”  Other possible responses: “Batteries 
are low” or “Replace batteries.” (Refer to Section 6.2.4 for 
additional information regarding battery condition.)

“The output is off.”
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“Listen to the sound for 10 seconds.”  In this case, the 
programmed Listen-in Time is set at 10 seconds. (This feature is 
not available when obtaining the Status Report on-site, directly at 
the keypad.)

The Status Report repeats once more and the Model 800 
concludes the call, saying: “Goodbye.” (The Status Report will 
not repeat if obtained at the keypad; “Goodbye,” is also not 
recited.)

The phrase “no number” at the end of a Status Report indicates 
that no dial-out phone numbers have been programmed.

6.2.2  Example: Status Report, Existing Alarms

Zones 2, 3, 4, 5, 6, 7 and 8 are configured as dry contact and 
zone 1 is configured as temperature. An emergency situation is 
at hand:  a fire in a greenhouse has tripped a smoke alarm and 
electrical power has been disrupted. In addition to high sound and 
AC power alarms, separate alarms exist on zones 1, 2, 3, and 4. 
You happen to call in for the Status Report, which begins with, 
Hello, this is 555-1234; “this is the Sensaphone 800 at ACME 
Greenhouse, 225 Oak Street”

It is now 8:45 PM

Zone 1, “Temperature in greenhouse”, 110 degrees Fahrenheit, 
too high, acknowledged alarm exists

Zone 2, “Door alarm in greenhouse”, not OK, acknowledged 
alarm exists  

Zone 3 “Water pressure alarm in greenhouse”, not OK, 
acknowledged alarm exists  

Zone 4 “Greenhouse control system”, not OK, acknowledged 
alarm exists  

Zone 5 “Emergency generator alarm”, not OK, acknowledged 
alarm exists  

Zone 6, OK

Zone 7, OK

Zone 8, OK

A High Sound alarm exists, it is now too high

The Power is Off.

The Batteries are Low.
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The Output is Off.

Listen to the sound for 10 seconds.

Goodbye.

6.2.3  Example: Status Report, Disabled Zones

If a zone is disabled, the dial-out feature for that zone is 
deactivated, but all other programmed parameters remain in 
effect. In the example below, all 8 zones are disabled, although 
zones 1 and 3 are detecting alarms. AC power and Sound Level 
are also disabled for dial-out.  When you call the Model 800 for a 
Status Report, you hear the following:

Hello, this is 555-1234; “this is the Sensaphone 800 at ACME 
Greenhouse, 225 Oak Street”

It is now 8:45 PM

Zone 1, “Temperature in greenhouse”,  the alarm is disabled, it 
is now 110 degrees Fahrenheit, too high, acknowledged alarm 
exists.

Zone 2, “Door alarm in greenhouse”, the alarm is disabled, it is 
now not OK, acknowledged alarm exists.  

Zone 3 “Water pressure alarm in greenhouse”, the alarm is 
disabled, it is not OK.  

Zone 4 “Greenhouse control system”, the alarm is disabled, it is  
not OK. 

Zone 5 “Emergency generator alarm”, the alarm is disabled, it is  
not OK.  

Zone 6, the alarm is disabled, it is now OK

Zone 7, the alarm is disabled, it is now OK

Zone 8, the alarm is disabled, it is now OK

The Sound alarm is disabled, it is now too high

The Power alarm is disabled, it is now Off.

The Batteries are Low.

The Output is On.

Listen to the sound for 10 seconds.

Goodbye.

The Status Report repeats once more and the Model 800 
concludes the call, saying: “Goodbye.”  
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6.2.4  Battery Condition

During a Status Report, you may hear one of three possible 
messages regarding battery power. The Model 800 determines the 
appropriate message  by measuring battery voltage. Depending 
upon the remaining voltage, it may respond:

•	“The batteries are OK,”  if over 8.2 Volts.

•	“The batteries are low,”  if between 7.2 and 8.2 Volts.

•	“Replace batteries,”  if  below 7.2 Volts.

6.2.5  Remote Access by Touch-Tone™ Telephone

You can issue a number of commands to the 800 remotely using 
a Touch-Tone™ telephone. This command mode can be entered 
at any time during the status report. Simply press a Touch-Tone™ 
and the unit will halt the report and respond with “OK.”  You are 
now in Touch-Tone™ command mode. Commands are available 
to perform the following functions:

•  Enable and disable zones, power monitoring, and sound                    
monitoring

•  Recite/Set High and Low alarm limits

•  Recite/Set telephone numbers

•  Record/Play custom voice messages

•  Recite/Set the relay output

•  Activate the microphone for listen-in

•  Recite status report

Note: If a security code is enabled, the 800 
will prompt you with “Enter security code.” 
Enter the four-digit keypad security code plus 
“#” to enter touch-tone command mode. If 
entered correctly, the 800 will respond with 
“OK” and you can proceed to enter the com-
mands. If entered incorrectly, the unit will give 
you one more chance. If it is incorrect a second 
time, the unit will say “Error, goodbye” and 
hang up.	
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The commands are put together based on the letters of a touch-
tone telephone. See typical telephone keypad layout below.

1 2
abc

3
def

4
ghi

5
jkl

6
mno

7
pqrs

8
tuv

9
wxyz

0

Many of the commands use three letters that represent an 
abbreviation of the selected command.  For example, to Set a 
High limit on Zone 1 you would press S + H + 1 (or in numeric 
form 7 + 4 + 1)

The tables below list all of the touch-tone commands that are 
supported.  Commands are listed in both character and numeric 
formats. The # key is used as an ENTER key.  Use the * key to 
represent a negative sign or to represent the [CODE] key when 
programming telephone numbers.

Enable/Disable Zones

This command will toggle the selected zone between the enabled 
or disabled state.

Description		  Touch-Tone Command 

Enable/Disable Zone	 * + Z(9) + (zone number)

Set and Recite High & Low Alarm Limits

The following commands are used to set or recite the Low Alarm 
Limit for any Zone.

Description		  Touch-Tone Command 	 	

Set Zone Low Limit	 S(7) + L(5) + (zone #) + (value) + #	

Description		  Touch-Tone Command 		

What Is Zone Low Limit	 W(9) + L(5) + (zone #) 



Chapter 6:  Acknowledgment, Status Report & Remote Access

95

The following commands are used to set or recite the High Alarm 
Limit for any Zone.

Description		  Touch-Tone Command

Set Zone High Limit	 S(7) + H(4) + (zone #) + (value)+ #

Description		  Touch-Tone Command

What Is Zone High Limit	 W(9) + H(4) + (zone #) 

Set and Recite Telephone Numbers

The following commands will allow you to program and recite 
dialout telephone numbers. You may need to use the Special 
Dialing Codes below.

	 Special Dialing Codes Summary

Code 1: Numeric pager type

Code 2: Wait for answer

Code 3: Change to Touch-Tone

Code 4: Pause

Code 5: Star (*) 

Code 6: Pound (#)

Description	 Touch-Tone Command

Setting a phone number	 S(7) + T(8) + (entry 1–8) + (telephone

	  number) + #

Description	 Touch-Tone Command
Reciting a phone number	 W(9) + T(8) + (entry 1–8) 

Record and Play Custom Voice Messages

	 The following commands will allow you to record and play 
back custom voice messages for the ID message (0) and 
each zone (1–8).

Description	 Touch-Tone Command
Record a Message	 S(7) + M(6) + (entry 0–8)

Description	 Touch-Tone Command

Play a Message	 W(9) + M(6) + (entry 0–8)
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	Control the Relay Output

	 The following commands will allow you to check the status 
of the relay output and to toggle the Relay Output On and 
Off.

Description	 Touch-Tone Command
Reciting the Output Status	 W(9) + R(7) + O(6)

Description	 Touch-Tone Command
Switching the Output	 S(7) + R(7) + O(6)

Activate Microphone Listen-in
	 The following command will allow you to activate the 

microphone listen-in for the programmed duration.

Description	 Touch-Tone Command
Activate Mic Listen-in	 M(6) + I(4) + C(2)

Request Status Report
	 The following command will initiate a status report.

Description	 Touch-Tone Command
Recite status report	 W(9) + S(7) + R(7)

Hang-up
	 The following command will make the 800 hang up the 

telephone line.

Description	 Touch-Tone Command
Hang-up the phone line	 B(2) + Y(9) + E(3)
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Chapter 7: Operation

After installation and programming is completed, the Model 800 
is fully operational. This chapter explains the sequence of events 
that occur during an alarm dialout to illustrate how the Model 800 
operates.  

7.1  Alarm Detection, Dial-out and Acknowledgment
Generally, an alarm event is structured in the following manner:

I.	   The Model 800 detects an alert condition due to a change
      at the sensor.
II.	  A valid alarm is recognized.

III	. Dial-out begins.

IV.  The alarm is acknowledged.

Often, an alarm does not proceed through all stages: either an 
alert condition does not persist long enough to be considered 
valid, or a valid alarm is cancelled.

The table on the following pages explains the alarm detection, 
dial-out and acknowledgment features and lists important variable 
factors affecting their operation.
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Zone Type:  (1) An 
open circuit closes, 
(2) a closed circuit 
opens, or 
(3) temperature 
limits are 
exceeded.

Recognition Time:
 	 Activated

Recognition Time: 	
	 Expired

Valid Alarm:   	
	 Exists

Call Delay:  	
	 Activated

Alarm Message: 	
	 Audible, On-site 	
	 Activated

Local Voice Mute: 	
	 Disabled

I.Model 800 Detects a Change at the Sensor	   Variable Factors

•	Model 800 detects a change in the 
monitored condition (from the sensor 
wired to one of the zones). This is 
considered an alert condition, and does 
not qualify as a valid alarm at this point.

• 	The condition continues throughout the 
programmed Recognition Time. If the 
condition (or sensor) reverts to its normal 
state before the Recognition Time is 
reached, no alarm will occur.

•	The condition must persist long enough 
to meet or exceed the programmed 
Recognition Time. When Recognition 
Time has expired, but the alert condition 
continues, the Model 800 will determine 
that a valid alarm exists. 

•	When a valid alarm is determined, Call 
Delay is activated, forcing the Model 800 
to wait for a programmed period of time 
before starting the dial-out process. Call 
Delay applies to the period just prior to 
dial-out, before the first telephone call is 
made. 

•	Call Delay provides the opportunity to 
cancel a valid alarm at the Model 800’s 
installation site, before dial-out occurs. 
An audible voice message indicates 
which of the zones is in alarm. If on-site 
personnel acknowledge the alarm within 
the Call Delay time, the Model 800 
will not dial out. (Local Voice Mute is 
disabled, so that alarm messages can be 
heard at the site.)

II. A Valid Alarm Is Recognized			     Variable Factors
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Call Delay: 	
	 Expired

Intercall Time: 	
	 Activated

Voice Repetitions: 	
	 Activated

Call Progress: 	
	 Activated

Max Calls: 	
	 Activated

Alarm Messages:
	 By Telephone
	 and
	 On site 

III.   Dial-out Begins				     Variable Factors

• 	The dial-out process is activated as soon 
as the Call Delay time expires (if the 
alarm has not been cancelled at the Model 
800’s installation site.) The dial-out begins 
with telephone number 1  and proceeds 
sequentially, through the remaining 
telephone numbers.  

•	 If the alarm is not acknowledged with the 
first dial-out telephone call, the Model 
800 waits the duration of  Intercall Time 
before dialing the next telephone number. 
Intercall Time is the programmed waiting 
period in between each dial-out telephone 
call. 

•	When the telephone is answered, the 
programmed Voice Repetitions determine 
the number of times per call the Model 
800 recites the alarm message.  

•	Call Progress, an automatic feature, 
enables the Model 800 to detect whether 
or not the telephone call is answered. After 
10 rings, or if a busy signal is encountered, 
the Model 800 will hang up, wait the 
programmed Intercall Time, and proceed 
to dial the next telephone number. 

•	 If no telephone calls are answered, the 
Model 800 dials out sequentially, through 
the remaining telephone numbers and 
continues to cycle until the programmed 
Maximum Number of Calls is reached.

•	When the telephone is answered, the 
Model 800 will immediately begin reciting 
a message that indicates which of the 
zones is in alarm. At the same time, the 
alarm message is repeating at the Model 
800’s installation site. The Model 800 will 
request acknowledgment, if it has not yet 
occurred.
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Local, On-site 
Acknowledgment

Touch-Tone 
Acknowledgment:
Fast Code 555

Touch-Tone 
Acknowledgment:
Normal Code 555

Tone or Pulse 
Callback 
Acknowledgment: 
Within Intercall 
Time

IV. The Alarm Is Acknowledged			      Variable Factors

•	At any time after a valid alarm 
is determined, the alarm may be 
acknowledged at the Model 800’s 
installation site, by pressing ALARM 
CANCEL key.

•	When the Model 800 dials out and 
the call is answered via Touch-Tone 
telephone, any alarm may be instantly 
acknowledged by pressing “555.”  

•	 If  the alarm message repeats for 
the number of programmed Voice 
Repetitions, and “555” has not been 
entered, the Model 800 will say:

   “Enter acknowledgement code.” 

	 The Model 800 waits 10 seconds for the 
Touch-Tone code “555” to be entered. If 
the code is entered within 10 seconds, it 
responds:

    “Alarm acknowledged.”

	 The alarm is considered acknowledged 
and the dialout concludes.

•	 If the Model 800 does not receive the 
Touch-Tone code within 10 seconds, it 
recites the following:

  “Error, enter acknowledgement code.”

	 If the Model 800 does not receive the 
acknowledgement code a second time, 
it says “error, goodbye” and hangs up. 
The recipient of this message must call 
the Model 800 back within the period 
programmed for Intercall Time, in order 
to acknowledge the alarm.  If Local 
Voice Mute is off, the unit will beep at 
the installation site while waiting for this 
call.

• 	Callback Acknowledgement: If enabled, 
the Model 800 waits 10 rings before 
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answering to guard against random 
acknowledgment. If an answering device 
is connected to the same line as the 
Model 800 (and TAD is enabled), you 
must call the unit and let the line ring 
once, then hang up, wait ten seconds 
and call back again within 30 seconds.  
The Model 800 will answer on the first 
ring. It will recite any unacknowledged 
alarms, then say: 

“Alarm acknowledged, goodbye.” 

	 When the Model 800 hangs up, the alarm 
is acknowledged and dial-out stops.

•  If calls remain unanswered, or if they 
are received by an answering machine 
or FAX, the Model 800 continues the 
dialout sequence; it waits the Intercall 
Time and proceeds to dial the next 
telephone number. Telephone numbers 
are dialed sequentially, and this cycle 
continues for the number of Max Calls 
programmed. If no acknowledgment 
occurs, then at the completion of 
Max Calls, the alarm is automatically 
acknowledged and the dial-out process is 
terminated.

Tone or Pulse 
Callback 
Acknowledgment: 
TAD Enabled

Max Calls 
Acknowledgment

IV. The Alarm Is Acknowledged			      Variable Factors

NOTE

Acknowledging the alarm does not correct the 
situation! The alarm condition will still exist until the 
sensor is restored to its normal state.
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7.2  Example: A Dial-out Telephone Call
The following parameters are selected for demonstration 
purposes:

•	Model 800 Unit ID Number is set to 555-5674.
	 It is currently installed at your place of business.

•	Dial-out Telephone Number 1 is programmed 
	 to 555-1234, your home telephone number.

•  Voice Repetitions are set to 4.

The Model 800 is detecting an alarm on zone 2. 

The telephone rings at 555-1234, your home number.

You answer the telephone and hear the following message:

“Hello, this is 555-5674. This is the Sensaphone 800 at John’s 
Printing Express. It is now 12:30 Am. Zone two, back door 
security sensor, alarm exists, it is not okay.”
	 (4-seconds to hear on-site sound from unit’s microphone.)

“Hello, this is 555-5674. This is the Sensaphone 800 at John’s 
Printing Express. It is now 12:30 Am. Zone two, back door 
security sensor, alarm exists, it is not okay.”
	 (4-seconds to hear on-site sound from unit’s microphone.)

“Hello, this is 555-5674. This is the Sensaphone 800 at John’s 
Printing Express. It is now 12:30 Am. Zone two, back door 
security sensor, alarm exists, it is not okay.”
	 (4-seconds to hear on-site sound from unit’s microphone.)

“Hello, this is 555-5674. This is the Sensaphone 800 at John’s 
Printing Express. It is now 12:30 Am. Zone two, back door 
security sensor, alarm exists, it is not okay.”
	 (4-seconds to hear on-site sound from unit’s microphone.)

“Enter acknowledgement code.”

NOTE  
It is important that your dial-out telephone numbers 
be answered by you or other authorized personnel in 
order to ensure adequate response to an alarm.
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Chapter 8: Controlling the Output

The Sensaphone 800 includes a relay output that can be used to 
control a light, siren, or other device. The output is a Form-C 
Normally Open/Normally Closed mechanical relay and is rated 
for up to 30VAC/VDC 1A. A sample wiring diagram is shown 
below:

Figure 1: Relay output connected to alarm

The output can be programmed to operate in one of 13 automatic 
modes or it can operate in manual mode (default). The 13 
automatic modes allow the output to automatically turn on and 
off based on individual alarms or any alarm. In manual mode the 
output is controlled via keypad command or remotely via touch-
tone phone. A description of each mode is described below.

8.1 Output Modes

Mode	 Description
1	 Output on when zone 1 goes into alarm. Off when alarm is 	
	 acknowledged.  
2	 Output on when zone 2 goes into alarm. Off when alarm is 	
	 acknowledged.
3	 Output on when zone 3 goes into alarm. Off when alarm is 	
	 acknowledged.
4	 Output on when zone 4 goes into alarm. Off when alarm is 	
	 acknowledged.
5	 Output on when zone 5 goes into alarm. Off when alarm is 	
	 acknowledged.
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8.1.1 To program the Output Mode:
1. Press the SET key.

SET

2. Press the OUTPUT key.

OUTPUT
PAUSE

AM

The 800 will say “Enter output mode.”

3. Using the number keys, enter a value for the output mode.

Mode	 Description
6	 Output on when zone 6 goes into alarm. Off when alarm is 	
	 acknowledged.
7	 Output on when zone 7 goes into alarm. Off when alarm is 	
	 acknowledged.
8	 Output on when zone 8 goes into alarm. Off when alarm is 	
	 acknowledged.
9	 Output on when a Sound alarm occurs. Off when alarm is 	
	 acknowledged.
0	 Output on when a Power alarm occurs. Off when alarm is 	
	 acknowledged.
Phone	 Output on when phone line is unplugged for more than 15 	
	 seconds. Off when a phone line is plugged in. 
*	 Output on when any alarm occurs. Off when all alarms are 	
	 acknowledged.
#	 Output controlled manually via keypad command or touch-	
	 tone telephone. (default)
Code	 Output on when any alarm occurs, except for when a phone 	
	 line is unplugged. Off when all alarms are acknowledged. 
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WHAT
IS

SENSOR
ON/OFF

4
MAX CALLS

5
TEMP LIMITS

6
CALIBRATE

8
CLOCK

3
INTERCALL

TIME

7
RECOGNITION

TIME

9
LISTEN TIME

SOUND

0
ID NUMBER

POWER

PHONE
NUMBER

T/P

MESSAGE
OUTPUT
PAUSE

AM

CODE
LOCK
MUTE

TEST
°F/°C

#

RINGS
TAD

*
ENTER

PM

1
CALL

DELAY
SET

2
VOICE
REPS

4. Press the ENTER key.

ENTER
PM

The 800 will say “OK” and recite a description of the mode 
selected, such as “Automatic on Zone 1” or “Manual.” Note that 
when Mode * is selected, the 800 will simply say “Automatic on 
Alarm,” meaning that the output will automatically turn on when 
any alarm occurs.

8.1.2 To play back the programmed Output Mode:

1. Press WHAT IS.

WHAT
IS

2. Press OUTPUT.

OUTPUT
PAUSE

AM

The 800 will recite the programmed output mode. 
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8.2 Switching The Output Using The Keypad

When programmed for Manual mode, the command to switch the 
output is:

SENSOR ON/OFF + OUTPUT.

SENSOR
ON/OFF

OUTPUT
PAUSE

AM

The 800 will respond “The output is on/off” to indicate the state 
of the output.

Note: If the 800 says “Error,” the output is not programmed for 
manual mode.

8.2.1 Switching the Output Over the Phone

The following commands will allow you to check the status of the 
relay output and to toggle the Relay Output On and Off.

To recite the Output Status press W(9) + R(7) + O(6)

To switch the Output press S(7) + R(7) + O(6)

8.3 Typical Applications

Heating Up Your Cottage Or Cabin Remotely 

If you keep your cottage or cabin open all year around, or if you 
do not drain your pipes and add antifreeze to your plumbing, you 
likely keep your furnace active when you are away but at a very 
low temperature. The Sensaphone will provide an invaluable 
service to you by keeping you updated to any change in the status 
of your furnace operation. Prior to your arrival at your cottage 
or cabin, you can remotely use your Sensaphone 800 to raise the 
thermostat and increase the heat.

Most furnaces use a typical 4-wire (heat/cooling) or 3-wire (heat 
only) thermostat. The Sensaphone can easily control these types 
of thermostats. If your heating source consists of high voltage 
electric baseboard heaters, you should consult a qualified 

9
wxyz

7
pqrs

6
mno

7
pqrs

7
pqrs

6
mno



Chapter 8: Controlling the Output

107

electrician or heating professional for proper installation of the 
Sensaphone remote control facility. Electric baseboard heaters 
may utilize either a low voltage (2-wire) thermostat or a direct 
control high voltage thermostat. Only the low voltage thermostat 
may be directly connected to the Sensaphone.

8.3.1 Single Thermostat Control 

There are two installation methods that can be used to remotely 
change the thermostat  setting in your cottage or cabin; the 
single thermostat method and the dual thermostat method (see 
section 8.3.2 for details on the dual thermostat method). The 
single thermostat method requires you to install a model with an 
input to switch between two temperature settings. Sensaphone 
offers a 7-day programmable thermostat and power supply which 
has this feature (order part #’s FGD-0064 & XFR-0024).  This 
thermostat has been carefully chosen to work with the model 800 
to allow remote control between normal or vacation mode. You 
will need to replace your current thermostat, so if you are unsure 
about performing this work yourself, please contact a licensed 
heating/cooling professional for installation assistance. Follow the 
manufacturer’s instructions for installing the thermostat.

The Model 800 will need to be wired to the thermostat to control 
it. For a visually appealing installation you may want to locate 
the Sensaphone close to your heater so that the cable follows the 
same path as the one from your heater to the thermostat. An added 
benefit of this location is that you can easily add a water sensor to 
monitor for leaks around your hot water heater or other plumbing. 
Typically the water heater is located near the heating and cooling 
system. 

Step 1: Install the thermostat.

Refer to the manufacturer’s instructions for installation. For 
installation assistance, contact Aube Technologies at  1-800-831-
AUBE.

Step 2: Mount the Sensaphone 800.

Choose a location for your Sensaphone that allows for easy wiring 
to the thermostat, such as near your heater/air conditioning system. 
Mount the unit on a wall or flat on a desktop or table surface. Plug 
in the power supply and connect the telephone line.



Sensaphone® Model 800 User’s Manual

108

Step 3: Connect cable from thermostat to Sensaphone 800.

This Sensaphone 800 has a terminal strip below the input/output 
wiring door that will connect to the 12VDC power supply and  X 
& C terminals of the thermostat (See Figure 1). This connection 
is required to switch the thermostat between normal and vacation 
modes. Run a two-conductor cable from the thermostat to the 
Model 800. On the thermostat, connect the red wire to the X (+) 
terminal, and the black wire to the C (-) terminal. On the 800, 
connect the red wire to the NO terminal. Connect the black wire 
to the negative wire from the power supply. Use a wire nut to 
complete this connection. Connect the positive wire from the 
power supply to the “C” terminal on the model 800.

— Rc
— Y
— G
— X
— C

12V

Thermostat

shielded accessory cable

12VDC
Power Supply

red

black

-

+

 1            C

ZONES

 2            C  3            C  4            C  5            C  6            C  7            C  8            C NO     C      NC

— Rh
— W

+
-

Step 4: Program the Thermostat.

Refer to the manufacturers instructions for programming the 
thermostat. Be sure to program settings for both normal and 
vacation modes.

Controlling the Thermostat

The operating mode of the thermostat (normal/vacation) can be 
controlled at the Model 800 keypad or remotely via Touch‑Tone 
commands.  Both methods are described below:
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Keypad commands:

1) To enable Vacation Mode, press the [SENSOR ON/OFF] key,  
then the  [OUTPUT]  key.  The unit will respond by saying “ON” 
to indicate that Vacation Mode is set.  The Suitcase icon  
will appear and blink on the thermostat LCD.

2) To enable Normal Mode, press the [SENSOR ON/OFF] key,  
then the  [OUTPUT]  key.  The unit will respond by saying “OFF” 
to indicate that Normal Mode is set.  The Sun   or Moon  
icon will appear on the thermostat LCD.

TouchTone Commands:

Call the Sensaphone. When the unit answers, it will begin reciting 
a status report. At any time during the call, press a Touch-Tone. 
The unit will respond with “OK.” The Sensaphone is now ready to 
accept Touch-Tone commands.

1) To enable Vacation Mode, press SRO (776).  The unit will 
respond by saying “ON” to indicate that Vacation Mode is set.  
The Suitcase icon  will appear and blink on the thermostat 
LCD.

2) To enable Normal Mode, press  SRO (776).  The unit will 
respond by saying “OFF” to indicate that Normal  Mode is set.  
The Sun  or Moon  icon will appear on the thermostat 
LCD.

3) To check the status of the ouput press WRO (976). The unit 
will respond “OFF” for Normal Mode or “ON” for Vacation 
Mode.

4) Hang up.

8.3.2 Dual Thermostat Control 

When a three or four wire low voltage thermostat is used, it is 
easy to connect the Sensaphone to your furnace with the addition 
of a secondary thermostat. One thermostat is set to your preferred 
“away” temperature and the other thermostat is set to your 
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preferred “home” temperature. With your Sensaphone 800, you 
will be able to switch between these two thermostats using the 
relay output.

Ideally, the “away” thermostat would be in your pump or furnace 
room.  Remember that your “away” thermostat will be the only 
thermostat that keeps your cottage or cabin at minimal heat while 
you are away. It should not be located near a window or where 
direct sunlight might warm it, near a furnace radiator or vent, or 
any heat source such as a pilot light.

The second thermostat, the one pre-set for your preferred 
temperature when you arrive at your cottage or cabin, should be 
located in your normal living space. This would likely be your 
existing thermostat, already located in a suitable location by your 
heating professional at the time your furnace was installed.

By connecting these two thermostats together in a parallel 
fashion, and by passing the low voltage supply through the 
Sensaphone (See Figure 1), you can remotely or locally decide 
which thermostat is in control of your furnace.

It is recommended that the “away” thermostat be connected to the 
NC (Normally Closed) terminal while the “home” thermostat be 
connected to the N0 (Normally Open) terminal of the Sensaphone. 
This way, it’s easy to understand which state your furnace is in: 
Output ON = Home and Output OFF = Away. The supply voltage 
from your furnace (typically the wire labeled R or 24VAC), 
should always be connected to the C (Common) terminal on the 
800.

 1            C

ZONES

 2            C  3            C  4            C  5            C  6            C  7            C  8            C NO     C      NC

FURNACE

70º F
21º C

50º F
10º C

Home
Thermostat

Away
Thermostat

24 VAC
Transformer

Figure 1: Dual Thermostat Setup
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Note: This is a typical configuration when using 
standard single-zone heat/cool thermostats. For ease 
of-use it is recommended that both thermostats be 
the same model.  Note also that all thermostats may 
not be compatible with the dual-thermostat wiring 
diagram.  Consult your heating/cooling professional 
for installation assistance.

8 .3 .3 Controlling Lights Or Other Devices

Using X10 technology, you can remotely activate any electrical 
device or appliance in your home through your Sensaphone. 
X10 technology is a suite of control modules that plug into your 
existing electrical outlets and transmit coded signals to lamps, 
lights, and appliances to turn them on or off (See Figure 2).

 1            C 

ZONES 

 2            C  3            C  4            C  5            C  6            C  7            C  8            C  
NO     C      NC 

Lamp/Light 
Module 

Powerflash 
Module 

Figure 2: X10 Lighting Control Setup

Sensaphone supports these devices through use of the popular 
X10 Powerflash relay interface. To learn more about this 
technology, consult X10 products on the web at www.x10.com or 
visit your local electronics shop such as Radio Shack.

Such applications may include turning on a lamp or exterior 
lights remotely from your cellular telephone when arriving at 
your residence late at night. Or you can use the X10 Powerflash 
Module (set to momentary contact) in conjunction with the 
X10 Universal Module to remotely control your electric garage 
door opener over the telephone—an ideal way of letting in your  
service personnel without being on-site. You may also use the 
X10 technology to send the ON/OFF signal to a furnace or heater 
if your thermostat is not easy to wire directly.

Finally, in addition to remotely controlling devices, X10 
technology lets you extend the reach of certain Sensaphone 
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sensors such as door contacts, motion sensors, or water sensors. 
This is of great benefit where it is impossible to wire directly 
from your sensors to your Sensaphone. Consult a qualified 
electrician or your heating professional for assistance with 
locating your remote sensors or contact your Sensaphone dealer.
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Appendix A: Weekly Testing Procedure

We recommend that you test your Sensaphone weekly to be sure 
it is functioning properly.  This will ensure that when a problem 
arises the Sensaphone will be ready to alert the appropriate 
personnel.

There are several tests that can be performed:

1)	 Call the unit and listen to the Status Report.  This will test the 
unit’s ability to answer the phone and speak a message.  It 
will also verify that all of the zones are reading properly, the 
alarm conditions are OK, the electricity is on, the microphone 
is functioning, and the batteries are OK.

2)	 Create an alarm on each zone by tripping all connected 
sensors.  

Temperature sensors: Heat or cool the sensor.
Motion sensors: Have someone walk in front of the sensor.
Door/window sensors: open the door/window.
Water sensors: Apply a small amount of water beneath the 
sensor or use a wet towel and touch it to the sensor probes.
Humidity sensors: Raise the humidity around the sensor by 
holding a cup of very hot water beneath the sensor. 

Allow the unit to contact all programmed telephone numbers.  
This will make sure that the Sensaphone is programmed 
properly.  It will also prepare personnel to respond 
appropriately when they receive a call from the Sensaphone.

3)	 Test the batteries by unplugging the AC adapter and making 
sure that the Sensaphone continues to function.  Press WHAT 
IS, then STATUS on the keypad, and listen to the status 
report.  Make sure the report states that “the power is off” 
and “batteries are OK.” Keep the AC adapter unplugged so 
that a Power Failure alarm occurs.  Allow the unit to dial all 
programmed telephone numbers while running on battery 
backup.  Plug in the AC adapter after the unit has finished 
dialing all of the telephone numbers.
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4)	 If you are using your Sensaphone to listen for a smoke alarm, 
then be sure to test the smoke alarm to make sure that the 
Sensaphone picks up the audible signal and triggers a high-
sound-level alarm.  Allow the unit to dial all programmed 
telephone numbers. 

5)	 Keep a log of your tests, noting the date and whether the 800 
passed in each category tested.  An example of such a log is 
shown below. (See “Test Log” at the end of this manual.)

800

If you require assistance, call Sensaphone Technical Support 
at 610-558-2700.
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Appendix B: Troubleshooting 

In the event that a problem is encountered, this section will assist 
you in determining the cause, so you can return the unit to its 
usual monitoring routine with minimal interruption.

Most problems with the Model 800 are easy to identify and 
quickly corrected, and are found under the following general 
headings:

•	Error Messages

•	Communications/dial-out functions

•	Temperature monitoring

•	Sound level monitoring

•	Other monitoring functions

If you have tried the solutions outlined in this section and are not 
satisfied with the results, call Sensaphone Technical Support at 
610-558-2700, or follow the guidelines for shipping the Model 
800 to SENSAPHONE for repair (see Appendix F).
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Parameter Description Key Sequence* Range Default
Call Delay Time delay until 

first call is made
[SET] or [WHAT IS]

+ [CALL DELAY]
Min: 00:00
Max 60:00
(min:sec)

00:30
(min:sec)

Voice Reps Number of times alarm 
message is repeated 

over the phone

[SET] or [WHAT IS]
+  [VOICE REPS]

Min: 1 rep
Max: 10 reps

3 reps

Intercall Time  Time delay between 
phone calls

[SET] or [WHAT IS] + 
[INTERCALL TIME]

Min: 00:10
Max: 60:00
(min:sec)

01:00
(min:sec)

Max Calls Number of calls until unit
self-acknowledges

[SET] or [WHAT IS] + 
[MAX CALLS]

Min: 1 call
Max: 255 calls

100 calls

Temp Limits High and low temperature 
alarm limits

[SET] or [WHAT IS] 
+ [TEMP LIMITS] + 

[zone #]

Min: -20°F/-30°C
Max: 150°F/65°C 

Low: 10°F
High:100°F

Calibrate Temperature Correction 
factor

[SET] or [WHAT IS] + 
[CALIBRATE] + 

[zone #]

Min: -10°
Max: 10°

0°

Recognition 
Time: 

zones 1–8

Length of time a 
fault condition must exist

to trip an alarm

[SET] or [WHAT IS]+ 
[RECOGNITION 

TIME]

Min: 00:00
Max: 540:00

(min:sec)

00:03
(min:sec)

Recognition 
Time: Power 

Failure

Length of time the 
power must be off 

to trip an alarm

[SET] or [WHAT IS] 
+[RECOGNITION 
TIME]+[POWER]

Min: 0:00
Max: 540:00

(min:sec)

05:00
(min:sec)

Recognition 
Time: High 

Sound Level

Length of time the 
sound must be high

to trip an alarm

[SET] or [WHAT IS] 
+[RECOGNITION 

TIME]

Min: 5
Max: 60

(sec)

00:08
(min:sec)

Clock Real time clock [SET] or [WHAT IS] 
+ [CLOCK] + [time] + 

[AM] or [PM]

12:00 am

High Sound 
Level Alarm 
Sensitivity

Microphone sensitivity 
for high sound 

level alarm

[SET] or [WHAT IS] 
+ [CALIBRATE] + 

[SOUND]

Min: 1 unit
Max: 160 units

32 units

Listen Time Length of listen-in time 
during call-in status report

[SET] or [WHAT IS] + 
[LISTEN TIME]

Min: 0 sec
Max: 255 sec

15 sec

Rings 
Until Answer

Number of rings until unit 
answers an incoming call

[SET] or [WHAT IS] + 
[RING]

Min: 1 ring
Max: 15 rings

4 rings

Appendix C: 800 QUICK REFERENCE

* press [ENTER] after all Key Sequences starting with [SET]



Sensaphone® Model 800 User’s Manual

126

Parameter Description Key Sequence*
Range/

Response Default
TAD Telephone Answering 

Device Compatibility
[SENSOR ON/OFF] 

+  [TAD]
Enable / Disable Disabled

ID Number Sets the unit’s telephone 
number

[SET] + [ID NUMBER] 0-16

Dialout Test Permits testing of dialout 
Telephone numbers

[SET] + [TEST]+ [1-8] 1-8

Output Mode Sets the relay output 
Mode

[SET]  + [OUTPUT] 1-8, *, #, PHONE Manual

Output 
Control

Switches the relay output 
On or Off (manual mode)

[SENSOR ON/OFF]  + 
[OUTPUT]

Off

Voice 
Message

Program or recite voice 
messages

[SET] or [WHAT IS] 
+  [MESSAGE]+ 

RECOGNITION TiME] 
+ [zone#]

0-8

Zone 
Configuration

Program or recite zone 
configuration

[SET] or [WHAT IS] 
+[CONFIG]

temp, NO, NC No

Call Progress Turns call progress 
Detection on or off

[SENSOR ON OFF] + 
[CONFIG] 

Enable / Disable Enabled

Telephone 
Number

Program or recite dialout 
telephone numbers

[SET] + [PHONE 
NUMBER] + [1-8] 

Status Report Recites a Status Report [WHAT IS] + 
[STATUS]

Run/Standby 
Mode

Changes the operating 
mode between run and 

standby

[RUN/STANDBY] Run
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Parameter Description Key Sequence Response Default
Speaker Mute Turns off the speaker during 

alarm conditions
[SENSOR ON/OFF]

+ [MUTE]
On or Off off

Designating a Zone 
Unused

Removes the zone from 
status and alarm reports

[SENSOR ON/OFF]
+ [SET} + {zone #]

On or Off on

Zone Enable/
Disable

Turns zone alarm 
detection on or off

[SENSOR ON/OFF] +  
[zone#]

Enabled / 
Disabled

Enabled

Power Alarm 
Enable/Disable

 Turns power alarm detection 
on or off

[SENSOR ON/OFF] + 
[POWER]

Enabled / 
Disabled

Enabled

Sound Alarm
Enable/Disable

Turns high sound level alarm 
detection on or off

[SENSOR ON/OFF] + 
[SOUND]

Enabled / 
Disabled

Enabled

Temperature Scale Selects between 
Fahrenheit and Celsius

[SENSOR ON/OFF] 
+ [F/C]

Fahrenheit or 
Celsius

Fahrenheit

Security Code Prohibits programming 
changes

[SET] or [WHAT IS] + 
[CODE] 

+ [4 digit code]

none

Callback 
Acknowledgment

Turns Callback 
Acknowledgment on or off

[SENSOR ON/OFF] + 
[PHONE]

Enabled / 
Disabled

Disabled
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Appendix D: Accessories

The sensors listed below are available from Sensaphone, and 
represent  the most commonly used zone devices. Other dry 
contact sensors, designed for more specialized applications, may 
also be used. Commercial or industrial electrical supply houses 
can provide devices to monitor virtually any condition.  For 
further information, contact Sensaphone Customer Service at 
610-558-2700.

PART # 	 SENSOR / SWITCH

FGD-0006	 Magnetic Reed Switch

FGD-0007	 Passive Infra-Red Detector

FGD-0010	 50’ two-conductor #22AWG shielded Cable                

FGD-0013	 Spot Water Detector

FGD-0022	 Temp° Alert

FGD-0023	 ISOTEL Surge Protector

FGD-0027	 Humidistat

FGD-0049	 Smoke Detector with Built-in Relay

FGD-0054	 Power-Out Alert™

FGD-0056	 Zone Water Detector w/Water Rope

FGD-0063	 Additional 10’ Water Rope for FGD-0056

FGD-0064	 Programmable Thermostat with Remote Setback

XFR-0024	 12VDC Power Supply for Thermostat

FGD-0100	 Remote Temperature Sensor

FGD-0101	 Weatherproof Temperature Probe

FGD-0205    Multi-Point Wireless I/O System
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Appendix E: Specifications

Alert Zones
Number of Zones: 8 (thermistor installed on zone #1 for local 
temperature monitoring)

Zone Connector: terminal block

Zone Types: N.O./N.C. contact, 2.8K thermistor ( -20° F to    
150° F or -30° C to 65° C )

Zone Characteristics: 5.11K to 2.85V (Short circuit current: 
1mA max.)

A/D Converter Resolution: 10 bits ±2 LSB

Zone Protection: 5.5VDC Metal Oxide Varistor with fast acting 
diode clamps.

Microphone
Internal Electret Condenser: For listening in to on-site sounds 
and detecting high sound levels.

Phone Interface
Line RJ11 Jack: For connection to a two-wire analog telephone 
line. (6’ modular cord included)

Extension RJ11 Jack w/ Line Seizure: For connecting other 
devices on the same telephone line, devices connected to this jack 
are disconnected in the event that the 800 must dial out for an 
alarm. 

Phone Line Protection: Metal Oxide Varistor & self-resetting 
fuse

LED Indicator
System On: On steady when the unit is in RUN mode. LED 
blinks once every few seconds while in STANDBY mode.

Phone In Use: On steady when the telephone line is being used. 
LED blinks when no dial tone is detected. Off when telephone 
line is not in use.
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Alarm: Off when no alarm exists. Blinks when an unacknowleged 
alarm exists. On steady when an acknowledged alarm exists

Battery Ok: On steady when the battery is in good condition. Blinks 
when the battery is low. Off when the battery must be  replaced.

Relay Output 
Rated for 1A 30VAC/1A 30VDC maximum.

Power Supply
Power Supply: 120VAC/12VDC 60Hz 6W wall plug-in transformer 
w/6’ cord.

Power Consumption: 1.5 Watts

Power Protection: Metal Oxide Varistor

Battery Backup: Six size-C alkaline batteries (not included), 
providing up to 24 hours of back-up time.

Environmental
Operating Temperature: 32–122° F (0–50° C)

Operating Humidity: 0–90% RH non-condensing

Storage Temperature: 32°–140° F (0–60° C)

Physical
Dimensions: 2.1”h x 7.8”w x 8.8”d

Weight: 2 lbs.

Enclosure: Indoor-rated plastic housing suitable for wall or desktop 
installation.
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Standards
- FCC Part 15 Class B, USA Emission Standards 

- FCC Part 68 (47 C.F.R. Part 68), USA Telecommunications 
Standards

- ICES-003 Issue 4 Class B, Canadian Emission Standards

- Complies with CS-03 Issue 8, Canadian Telecommunications 
Standards

- NRTL Listed for compliance to UL60950-1, USA Safety 
Standards

- NRTL Listed for compliance to CSA C22.2 No. 60950-1, 
Canadian Safety Standards
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Appendix F: Returning the Unit for Repair

In the event that the Model 800 does not function properly, we 
suggest that you do the following:

1)	 Record your observations regarding the Model 800’s 
malfunction.

2)	 Call the Technical Service Department at 610-558-2700 prior 
to sending the unit to Sensaphone for repair.

If the unit must be sent to Sensaphone for Servicing, please do the 
following:

1)	 Unplug the AC power supply from the wall outlet, remove the 
batteries, and disconnect all sensors from the alert zones.

2)	 Carefully pack the unit to avoid damage in transit.  Use the 
original container (if available) or a sturdy shipping box.

3)	 You must include the following information to avoid 
shipping delays:

	 a) Your name, address and telephone number.

	 b) A note explaining the problem.

4)	 Ship your package to the address below:

SERVICE DEPARTMENT
Sensaphone

901 Tryens Road
Aston, PA  19014

5)	 Ship prepaid and insured via UPS or US Mail to ensure a 
traceable shipment with recourse for damage or replacement.
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Prepared for:  Solutia Inc.   
 

AECOM 
 
 

Attachment 15 - Alarm Conditions 

 



Alarm Conditions
Solutia Judith Lane

Alarm Alarm Description
Technicians Alerted by 

Phone Call Message Received

Zone 1 ‐ No Flow Alarm

Alarm signifies a "no 
flow" condition at 
one of the three 
pumps. This would 
also signify a pump 

fail condition.

Andy Day
Brennan Richter
Nathan McNurlen

"Zone 1 ‐ No Flow Alarm"

Zone 2 ‐ High Level Pump Alarm

Alarm signifies water 
level is at or above 
the high level alarm 
set point for one of 
the three pumps.

Andy Day
Brennan Richter
Nathan McNurlen

"Zone 2 ‐ High Level Pump Alarm"

Zone 3 ‐ Transducer Fail Alarm
Alarm signifies a 
transducer failure.

Andy Day
Brennan Richter
Nathan McNurlen

"Zone 3 ‐ Transducer Fail Alarm"

Zone 4 ‐ Leak Detection Alarm
Alarm a water leak in 
the metering house 

building.

Andy Day
Brennan Richter
Nathan McNurlen

"Zone 4 ‐ Building Leak Alarm"

Zone 5 ‐ Door Open Alarm

Alarm signifies the 
door to the metering 
house is in the open 

position.

Andy Day
Brennan Richter
Nathan McNurlen

"Zone 5 ‐ Door Open Alarm"

Zone 6 ‐ Low Temperature Alarm
Alarm signifies low 
tempature condition 

(<42°F)

Andy Day
Brennan Richter
Nathan McNurlen

"Zone 6 ‐ Low Temperature Alarm"

Zone 7 ‐ Power Failure Alarm
Alarm signifies a 
power failure.

Andy Day
Brennan Richter
Nathan McNurlen

"Zone 7 ‐ Power Failure Alarm"

Solutia Judith Lane Page 1 of 1 June 2017
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Attachment 16 - Waste Manifests 



Please print or type. (Form designed for use on elite (12-pitch) typewriter.) ·:.,:.·•········ Form Approved. OMB No. 2050-0039 

UNIFORM HAZARDOUS 11. Generator ID Number 
WASTE MANIFEST , !LI) 1}13() /'92 (}(1(3 

l,,z,-Fl~ge 1·if, 3. __ Emerg~ncy 1~e1~p~~~e P:~n-~- ,
4
, Mofi'. 6'6g8"~'915 JJK 

s. G•£er.1~Js /lA'1';!'i(N'i'j1g tctrres(:F 1Zj!fMH1U~!i1i)i 
•.Jt~J '. v -· .. ,.,,. "·- ' .... ,)"\ "'• 

Generator's Site Address (if different than mailing address) 
1b JUDrl'H LANE 

~-;-[ 1.0IJIS, MO 4'1 
I 

Cf•l-!OKIA, IL (J~!:?o:1 
Generato~s Phone: DI 4\ f)7 4 1161 
6. Transporter 1 Company ~ame U.S. EPA ID Number 

.. ) I 
' .. 

r y I ,.-,;:··? 7 ,. i Y' " 'I'' 
_,. ,( 

7. Transporter 2 Company Name U.S. EPA ID Number 

I 
8. Designated Facility Name and Site Address WAYNE D!8POSi\L, INC SIH'. 1#2 LANDI! U.S. EPA ID Number 

4l)l350 N f,94 S!Cf';(\liC:E !li~IVE MHl 04Fl OflO 6:l3 
BELLFV!Ll F Ml 4H1l1 

Facility's Phone: l!iOO) 1Vl'" •·· if•c . . ' ~ . .:. ,, ,,).:; ... 1.1 I 
9a. 9b. U.S. DOT Description (including Proper Shipping Name, Hazard Class, ID Number, 10. Containers 11. Total 12. Unit 13. Waste Codes 
HM and Packing Group (if any)) .. 

No. Type Quantity Wt.Nol 

; ,1, tnt.i'.3!ti1-:r .. .-.', f•Jt~·.i~yctaf<f~'tfl-J!itt!!~~ tl~pn~.~ny1s, '.'w()f!U', }J, ~··1(.~u. f.'.Jit:.i. -Ni'! f 
' ;/ 1<, l' ~! .• , l;: R·1 

"' 0 I " < 

~ 
, ...... , 

f 
w 2. z 1.· w 
C> '"' ,_. '"°"'"~ "' , ..... 

3, ,, 

--~ ~'"-''' -· ..... - ... 
i 

4. I 
~--'""'·~·- -"'·""-· "t"'~" 

' 
14. $pecia_I Ha~lnstructions and Additional Information 

1 ' l HIJ! I, Llll S:>~ (,(~, :l :f 
t.itt1.ra911; ,StiitrJ Oat'"l /1/,: /J{· tirnqu~. C<lfl!•m•r H.m.... . .. 

15. GENERATOR'S/OFFEROR'S CERTIFICATION: I hereby declare that the contents of this consignment are fully and accurately described above by the proper shipping name, ard are classified, packaged, 
marked and labeled/placarded, and are in all respects in proper condition for transport according to applicable international and national governmental regulations. If export shipment and I am the Primary 
Exporter, I certify that the contents of this consignment conform to the terms of the attached EPAAcknowledgment of Consent. 
I certify that the waste minimization statement identified in 40 CFR 262.27(a) (if I am a large quantity generator) or (b) (ifl am a small quantity generator) is true. 

Ge9eJaJ~~~~ero,:'s ;nnted/Typ,?d·Name 7· ,;;,' Sig?-St~e .. ' ' <c::~'.~.-- ~·;: Month Day . Year <'.-· 
.c:·~'!.I ,' ! ' .i '; ,~·-'! ,',' (::r''f ' •, r_1 ~\A ~ ,"1 i~ I ,.._ ,(!!<>«~ ! ... ·; ,, .... ~ ... ,,,. 112 .. JrAIJ H:: 

-' 16. International Shipments D Import to U.S. D Export from U.S. 

, 
;:.. Port of entry/exit: 
ii!; Transporter signature (for exports only): Date leaving U.S.: 

"' 17. Transporter )'.icknowledgment of Receipt of Materials /'". "' Ii: Transporter 1 frlht~dfI;ype'd,Name Signc:itGr~ ' .· ·_;/, .. 
'·J fV\O\lth· 1 pay r ye~r· 

0 ~ • _1 /.,·'. £' ' 

,. J~ ,, ' 

' I ' ' " 
'1/\ 

' 
r I . ··'·I ··· "I' "/'. "- ' '" ' "~ "• ,,· ' ... " ' "' z Transporter 2 Printed/Typed Name Signature Month Day Year 

<( 

"' I I I I >-

I 
18. Discrepancy 

18a. Discrepancy Indication Space D Quantily Drype D Residue D Partial Rejection D Full Rejection 

Manifest Reference Number: 
>- 18b. Alternate Facility (or Generator) U.S. EPA ID Number !:: 
-' c::; 
ii: Facility's Phone: I 
c 1Bc. Signature of Alternate Facility (or Generator) I Monlh \ 

Day Year UJ 

~ I z 
!,'.! 19. Hazardous Was~ Report Management Method Codes (i.e., codes for hazardous waste treatment, disposal, and recycling systems) 

"' w 1. 
12 13 14 Cl PCB 

l 
20. Designated Facility Owner or Operator: Certification of receipt of hazardous materials covered by the manifest except as noted in Item 18a 
Printedffyped Name Signature Month Day Year 

I I I I 
EPA Form 8700-22 (Rev. 3-05) Previous ed1!1ons are obsolete. GENERATOR'S INITIAL COPY 



Please~print or type. (Form designed:f0r use on elite (12"pitch) typewriter.) Form Approved. OMB No. 2050"0039 
UNIFORM HAZARDOUS 11. Generator ID Nu~ber 

WASTE MANIFEST ~!J.) !Jd~··i ?U? ()(JO 

bl U)UIS, MO f>'."'141 
Generator's Phone: {3 ··~ 4) ()'?4· 11t:i1 
6. Transporter 1 (:ompany Name 

·;'/,- / 

7. Transporter 2'.Company Name 

8. Designated Facility Name and Site Address 

4lX1f;O NI H4 SEHV!CE 
LlEU .. EV!LLF Ml tif.111'1 

Facility's Phone: (BOO) :)~l:' 641W 

/ 

9a. 9b. U.S. DOT Description (including Proper Shipping Name, Hazard Class, ID Number, 
HM and Packing Group (if any)) 

4. 

I 

Generator's Site Address (if different than malling address) 
HJ .JUD!fH LANE 

U.S. EPA ID Number 

I i (,, 1 ,H ,J / 
. 

l. I. 
U.S. EPA ID Number 

I 
U.S. EPAID Number 

M !Cl 04H !J~1(l G::D 

10. Containers 

No. Type 

l i:.: ''"''-'·"·-·· 

I 
11. Total 
Quantity 

12. Unit 
WI.Nol. 

13. Waste Codes 

15 GENERATOR'S/OFFEROR'S CERTIFICATION: I hereby declare that !he contents of this consignment are fully and accurately described above by the proper shipping name, ard are classifiild, packaged, 
marked and labeled/placarded, and are in all respects in proper condition for transport according to applicable international and national governmental regulations. If export shipment and I am the Primary 
Exporter, I certify that the contents of this consignment conform to the terms of the attached EPA Acknowledgment of Consent 
! certify that the waste minimization statement identified in 40 CFR 262.27(a) (if I am a large quantity generator) or (b) (if I am a small quantity generator) is true. 

Signatu~ 

I .·"" ··~ 

_J 16. International Shipments D 

-
!2;: Import to U.S. D Export from U.S. Port of entry/exit: __________________ _ 

Transporter signature (for exports only): 

ffi 17. Transpq~er Acknowledgment of Receipt of Materials 

t;: Transportrr 1· P~nt~~i:ry~ed Na~~', 
o i' .. ·• r' , . / 3> l ~- ···.-'°' g Transporter 2 Printed/Typed Name 

i 18. Discrepancy 

1 

18a. Diecrepancy Indication Space 

§ 18b. Alternate Facility (or Generator) 

0 

D Quanti~ Drype 

Sig~_fltllr.'· / 

I I ' . ; 

Signature 

I 

Date leaving U.S.: 

D Residue 

Manifest Reference Number: 

, 1::~~ I ~!I I It~ 
Month Day Year 

I I I 

D Partial Rejection D Full Rejection 

U.S. EPA ID Number 

~~- I liJ~1~87c.~S~lg~na~tu~ra'""of~A~lte~rn~a~te~F~a~cil~ity~(~or~G~e~ne~r~at~or~)-----------------------·~-----'---------~~~~~-~---i 

!;( 
z 
-C>l-c-----,..,---,----------------------------------------'----'----''-----l 19. Hazardous Waste Report Management Method Codes (I.e., codes for hazardous waste treatment, disposal, and recycling systems) 
3]r.-------~--~---...,.,,--~-'------------;.,....----'-'-'----'------~-----------------l 
Cl 1. PCH 12. I' 

1
20. Designated Facility Owner or Operator: Certification of receipt of hazardous materials covered by the manifest except as noted in Item 18a 
Printedrryped Name Signature 

I 

I Month / 
Day Year 

I 

14 

Month Day Year 

I I I 
EPA Form 8700"22 (Rev. 3"05) Previous ed1!1ons are obsolete. GENERATOR'S INITIAL COPY 



Please print or type (Form designediof use on elite (12-pitch) typewriter) Form Approved OMB No 2050-0039 

UNIFORM HAZARDOUS 11. Generator ID Number 

WASTE MANIFEST !LD \jf>tl 192 0013 
5. Ge~e'.:,\or'sMNa~el~;~.~~;1;olg lA~~re~,~ 

1
_ r\'i~)l, I l f,J~\\1;1it:!·· . 

.JI·' ,.,.. .~ v~ ... ~t-- """"'· ~~f\F. cif,iV, 
Generator's Site Address (if different than mailing address) 

'l ;; .JUDill-1 lANF 

CAHClKIA. !L a~i;w::i sr LOUIS, MO 6:.l141 
Generator's Phone: J,' ' '\ ·! .t!\ f~ ·-·,; fl,-· "i •·i (4 ~ I 
6. Transporter 1 Company Name U.S. EPA ID Number 

- ' ,. 
~ _' ·/' ·'• > :/,; 

/ 
•' ·/ 

. ., 
7. Transporter 2 Company Name U.S. EPA ID Number 

I 
U.S. EPA ID Number a.oesigoatedFaoiiityNamoaods;teAddress WAYNE DISPClSA!, !MG SllL #~~ LANDFl 

49:1SG N 1·!:14 SFl~VICE IJl''lVE MIU 04f' mm {)3,;i 
BEU ... EVILU Ml 411"11 l 

Facility's Phone: {Hf1[1) fJ~):::_t. !1}4f.~~) I 
9a. 9b. U.S. DOT Description (including Proper Shipping Name, Hazard Class, ID Number, 10. Containers 11. Total 12. Unit 
HM and Packing Group (if any)) No. Type Quantity Wt.Nol. 

13. Waste Codes 

3. 

4 

. 

15. GENERATOR'SIOFFEROR'S CERTIFICATION: I hereby declare that the contents of this consignment are fully and accurately described above by the proper shipping name, and are classified, packaged, 
marked and labeled/placarded, and are in all respects in proper condition for transport according to applicable international and national governmental regulations. If export shipment and I am the Primary 
Exporter, I certify that the contents of this consignment conform to the terms of the attached EPA Acknowledgment of Consent. 
I certify that the waste minimization statement identified in 40 CFR 262.27(a) (if I am a large quantity generator) or (b) (if I am a small quantity generator) is true. 

Month Day Year 

liLl.J .. fll~ 
-1. 16. International Shipments D D Port of e"lry/exi't·. ,,-!z_ lmporttoU.S. ExportfromU.S. 11 -------------------

Transporter signature (for exports only): Dc;1te leaving U.S.: 

ffi 17. Transport~r Acknowledgment of Receipt of Materials 

Ji: Transporter" 1 ;,-r~tedlTYP,,ed Name •''f'·' il' ·f··. , ... '... Signature . ,·,,.·· / ) MontQ_ Day Year 
~ f'Aic' ',"· I ·· .. '"····'' . 1,' ··1·· 1'' cnf,,.--~·~·~v~·~·-'~'"';:::_'~,._._1~'-'-'--'-''--'---";:_ _____________ -L _ _,..~·~-·-·'-· ''_;:::'ic~---~~·-~···~·~·---""------'4--·,...J·L·..-i--L'-"'j<~!;'-I 
z Transppfter 2 Printed/Typed Name Slg~alure Month Da)r Year g I , I I I 

18a. Discrepancy Indication Space l 
18. Discrepancy 

~ 18b. Alternate Facility (or Generator) 
..J c:; 

D Quaotity Drype D Residue D Partial Rejection D Full Rejection 

Manifest Reference Number: 
U.S. EPA ID Number 

~~- I [lc1~a=-c.0S~ig~oa~1u=r=-e"of~A"lte=m=a~re~F~a=cil~i~=1~or=G~e=o=er~at=or,)---------------------------~----------r;,.,,,,,.--,,.,,,--,,,--; I Mooth I Day Year 
!;;: 
~ ~1=9--. H-a-,-ar--do-u-s"w,-as-te-R=-e-p-ort-,.,,Ma_o_a-ge_m_e_ot--M'"e""th-od7 C7 o-d,-es-('"i.e-.,-co-d7e-s7fo-r-ha-rn-rd_o_u_s w-a-s-te_fr_ea_t_m_eo_t,-,d,.isp-o-sa--1,-a-od_re_cy-cl,-io-g-sy-st-e-m-s)--------------~-~--~---; 
~r.1-.--1-,.-c-:t-3---~----,,12--.~-----------,,13--.--~~~~-------.-.----------------1 

1
20. Designated Facility Owner or Operator: Certification of receipt of hazardous materials covered by the manifest except as ncted in Item 18a 
hp~r=int=e~d/~Ty=-p=ed"N~a=m=e~---~------~---------~-

1
.,s';g=o=at~u=ra~-------------------,,,.,,,r--,,.--.,,,---; 

I 

14 

Month Day Year 

I I I 
EPA Form 8700-22 (Rev. 3-05) Previous ed1t1ons are obsolete. GENERATOR'S INITIAL COPY 



Please print or type (Form designed for use on elite (12-pitch) typewriter) Form Approved OMB No 2050-0039 
UNIFORM HAZARDOUS 11. Generator ID Number 

WASTE MANIFEST \lJ) \J(j() f 92 (}O(i 
12. Page 1 of I :t -~mergency Response Phone 

'1 ' . I , ; . ' r Moi'i s'sga"3's 11 JJK 
5. Ge~~er.~-t~/s .Name.~~? ~~aJllngAd9J:es~. ·-- fj~:~\Jl(J\. Jf~<;( Generator's Site Address (if different than mailing address) 

"'',,MAKI vlLL!:. " . ..!:J' ,., .h<hr : lb ,It !Dln·i !.!'\NE 

[~ti'" L.()l..Jl~3. M0f:\:ll4'l C/\HClKl.t\ " 0220:·:1 
I 

i~ .. 

Generator's Phone: ·p ·~\ ,., ' 11 f) I ! •. ... ' l.,t £,,. 
6. Transporter 1 Company Name U.S. EPA ID Number 

I 
; 

.,~ " ' 
/ ' .. .. i ,;' r 1 ...... 

7. Transporter 2 Company Name U.S. EPA ID Number 

I 
8. Designated Facility Name and Site Address WAYNE DISPOSAL ING :'HTL' Ii:! Lll~·lD! ' U.S. EPA ID Number 

' ijLJ:.mo N 1·94 ;.;r..RViCI: Dl'·~f'JI: M llJ (}'Iii O!JO O:>:i 
BELLEVHJ .. E, Ml 4H'l11 

Facility's Phone: (EIGO) !~•,l;J.r:\.:JIJ9 I 
9a. 9b. U.S. DOT Description (including Proper Shipping Name, Hazard Class, ID Number, 10. Containers 11. Total 12. Unit 13. Waste Codes 
HM and Packing Group (if any)) No. Type Quantity Wt.Nol. 

; .1. lJl\t:_}il'Ji, f· 1l)l)lit\h'.)f!OidH~f ~~1.tpti-i':Jnyli<J., KO-lid. $l, 1,..·1t" .. li-H, ~:::1-;;_1.·_~ JIJ:'J l ' " ! ".,"' ''! 

"' ~' 0 .. ~ -~~"~"· 

~ 
w z 2. 
w 
<!> ........ _ . 

3. 
" • ..... " ' '' 

4. 

14. Special Hjndling ~structions addmonal lnfo,tion 
1 L. · a'h4 26\i I JI I f';if~it 

e'i/ ,, /i u-11~u-%' t>or1t1nnier H.ltt:." .... :.-._~o·t9 ':.~: ..... ,· f:ittin~ql\ stHrt D~t1i.~-. ~-
·;- .,. .... ,., ... ····~,~-~--~-· "" ~" .. 

t5. GENERATOR'S/OFFEROR'S CERTIFICATION: I hereby declare that the contents of this consignment are fully and accurately described above by the proper shipping name, arxJ are ciassified, packaged, 
marked and labeled/placarded, and are in all respects in proper condition for transport according to applicable international and national governmental regulations. If export shipment and I am the Primary 
Exporter, I certify that the contents of this consignment conform to the terms of the attached EPAAcknowledgment of Consent. 
I_ certify that the waste minimization statement identified in 40 CFR 262.27(a) (if I am a large quantity generator) or (b),_(ifl am a small quantity generator) is .. tru~) 

Genf~~tor'stpff_e:or's Prln!ed/TypetjFKl'iime -··~r " Signatu.re ·{: .<: .. /' ' r~.~t~~ Dr1 tr :··· _.' 1 : i ,. ,,,. :/1 1 r • . ,,,~//~ ;~: .. ,.'/'.c f,•, 
I 

.. -,( 
'"""•~~-.... 11 ..... ,, I I I 1 .. 

_J 16. International Shipments 
D Import to U.S. D Export from U.S. 

' 
i:- Port of entry/exit: 
~ Transporter signature (for exports only): Date leaving U.S.: 

"' 17. Transporter Acknowledgment of Receipt of Materials w 
:;:; Transp/~FJl '/i"!edired Nim" .,) Sig9a'li$ t . -·:~-·-:w ~onth ,_a;1 J(ar 
0 "i ~ .( /('".t I<,, .A~" I' ',., I I I"·•"'' 3> ' ,' ... j .... ;' . 'l. ' ..... · ,..,. .... :· 
~ Transporter 2 Printed/Typed Name Signature Month Day Year 

"' I I I I I-

I 
18. Discrepancy 

18a. Discrepancy Indication Space D Quantity Drype D Residue D Partial Rejection D Full Rejection 

Manifest Reference Number· 

r:: 18b. Alternate Facility (or Generator) U.S. EPA ID Number 
:; 
13 
;t Facility's Phone: I 
c 18c. Signature of Alternate Facility (or Generator) I Mon!h I Day Year UJ 
!;;: I z 
<!> 19. Hazardous Waste Report Management Method Codes (i.e., codes for hazardous waste treatment, disposal, and recycling systems) u; 
LU 1. 

12 13 I' Cl r:t:[l 

1 
20. Designated Facility Owner or Operator: Certification of receipt of hazardous materials covered by the manifest except as noted In Item 18a 
Printed/Typed Name Signature Month Day Year 

I I I I 
EPA Form 8700-22 (Rev. 3-05) Previous editions are obsolete. GENERATOR'S INITIAL COPY 



.>/•·····UY. 
Please print or type. (Form designed for use on elite (12-pitch) ·.'·:·::;;."' '' 

Form Approved. OMS No. 2050-0039 

UNIFORM HAZARDOUS 11. Generator ID N~mber 
WASTE MANIFEST HJ) fJUtliJ'9.} •,JOl:l 

12. Page 1
0

of 13. Emergency Response Phone . 

I , .· 1,, .. · -/ , 1

4 ll1i'668"3924 JJK 
5. Generator's Name and Mailing Address . ,r;;'f'\' \_ff(ll !t'Jf • Generator's Site Address (if different tha11 mailing address) 

, .. -~ MAHYVI' t r ·r1\/ r ·· .. I fl I ti JUl:JITH LANE ~)' ,:l . "'" ·" :. __ ·_ t .. ~ ,;, --:: .:.. ~~ t. \ _::_ 

.t'l LCllHS, 11./10 6:1141 
I 

Ct\t!OKll• !t nzm:.> 
Generator's Phone: f·'.4,-"ltt\ f'?,li '1 i (' .... 
6. Transporter 1 Company Name U.S. EPA ID Number 

/ /: .. !/ /. I .·.· .. '·) ( ~5' 
, 

'~: ') ·~·-·· : ., f {' 

7. Transporter 2 Compa11y Name , U.S. EPA ID Number 

I 
8. Designated Facility Name and Site Address ·wA·ti\1}F.: DliSF~JSt\L. INC Sl IL Ir~' U\NIJFI U.S. EPA ID Number 

4tt:3b0 N 194 11.El\VICF rn;nvr MID 04U OHO 
HU.LEV!UJ;:. Ml 1lfl1'11 

Facility's Phone: (HOO) '•~r,'-~'i4fl\1 I 
9a. 9b. U.S. DOT Description (including Proper Shipping Name, Hazard Class, ID Number, 10. Containers 11. Total 12. Unit 13. Waste Codes 
HM and Packing Group {if any)) No. Type Quantity Wt.Nol. 

"' 
).1. !Jr1i::~ei3~.~. F}o~yt1hkn'l.n.i::tt(td htphenvh:: •. t:,{Jhd, f·+. f'-~(;!t, h-t~:c~ Ji'! 1·· I< PCI.1 

0 I ,/.: ·--·~ ... ... ·~·~ ~v -,, 

~ 
, 

. ': 
w 

2. ' :z I ' w i 

"' 1 ... 
i ' i ' 

" 
I 

3. I 
' -, ,.! •• . ; . ., .. " ... 
' 

4. 

. ··-- j<m-• -·~"""~ 

' 14. Special Handling lnelructlonsand Additional lnfo,ation 

/,, I l.1tY11:1t\W[)I lr3<1i1.~ ~ l ! ii i.hm-1us Cufit-211n~r !~.Jt•_ ·.~ ~ 10._ -"· "' , ... w. , .. , ~-~fon:"trJe '.'~h:H1 i)1Jt#.< .. .,,,,~,~·---.,; .•. .. ~.-............ ~·-"•'• _,_..,,,.,,.,_ 

15. GENERATOR'S/OFFEROR'S CERTIFICATION: I hereby declare that the contents of this consignment are fully and accurately described above by the proper shipping name, arKl are classified, packaged, 
marked and labeled/placarded, and are in all respects In proper condition for transport according to applicable International and national governmental regulations. If export shipment and I am the Primary 
Exporter, I certify that the contents of this consignment conform to the terms of the attached EPA Acknowledgment of Consent. 
I certify that the waste minimization statement identified in 40 CFR 262.27(a) (if I am a large quantity generator) or (b) (ifl am a small quantity generator) is true. 

Gen_,~t?r's(Qff7ror's Pnntedff~.PJ.d--Name "-~~~ _ " Signatur~ 

'ii, ... 
.• Mo~~'.• Day Year 

'I' l ! 7 : ,I' '• ,. 0 

-~ i;i..- I //.·.·< ,<:;' ,/ 1!../1l'i1/( ~·',/ r ' I j,P·~ ·~- I.)''' ' /, .,It I : ,_,• ,,~,,-·1'.<o . '""''''-, 
-' 16. International Shipments D Import to U.S. D Export from U.S. 

... ' 
;:... Port of entry/exit: _ 
~ Transporter signature (for exports only): Date· leaving U.S.: 

"' 17. Transporter Acknowledgment of Receipt of Materials w :;; Transporte~} Printed/Typed Nam13 
l Signatufe·,il . -"~I -·"·~;r":.,._;:~:-:y. _...,/' Month Da~ Y' 

0 f.:_:ii ./'/,..,1 I . I'/,,., ,:.·;' I! ~2 I r', 11f,~, 0.. ,,.,, r-.. \ ~: .. .,o/t' ~,,,_, I 

"' 
I ' · _.l ,, '<, 

l . ""'· :z Transporter 2 Prfrited/T}rped Name Signature Month Day Year 
<( 

I I I I "' ,_ 

f 
18. Discrepancy 

18a. Discrepancy Indication Space D Quantity DType D Residue D Partial Rejection D Full Rejection 

Manifest Reference Number: 

~ 18b. Alternate Facility (or Generator) U.S. EPA ID Number 

u 
11: Facility's Phone: I 
0 18c. Signature of Alternate Facility (or Generator) I Monlh I Day Year w 
!;;: I z 

"' 19. Hazardous Waste Report Management Method Codes (i.e., codes for hazardous waste treatment, disposal, and recycling systems) u; 
w 1. l' 13 14 Cl PCB 

l 
20. Designated Facility Owner or Operator: Certification of receipt of hazardous materials covered by the manifest except as ncted in Item 18a 
Printed/Typed Name Signature Month Day Year 

I I I I 
EPA Form 8700-22 (Rev. 3-05) Previous editions are obsolete. GENERATOR'S INITIAL COPY 



Please print or type (Form designed for use on elite {12-pitch) typewriter) Form Approved OMB No 2050-0039 
UNIFORM HAZARDOUS 11. Generator ID N_umber 

WASTE MANIFEST ILD :mo IO'.? nuu 
12. P~ge·~-,;f 13_. Emergency Respon,se Pho~~ 

' ' i t _..-- . 1
4 

o'itsss"ss 1 s JJK 
5. Generator's Name and Mailing Address r./• ·'1f lj r' j.~ J)~~· Generator's Site Address (if different than mailing address) 

""'15 !·A "F'Y\111 ! r: r;r(<"·r· •' .. CY' , I' lb ..JUDI fH l.i'\NC: ,Jo lo /"t 'I: 0 ~01'•"""' ~.• '" '-J ' n •• •• 

~~ff U)IJIS, MO G:;,1141 
I 

Cl~l·lOl<,!!I, lL t}'..'C~l(J:,:1 
Generator's Phone: l'.'.l·j,·I\ fll'A.·l·•l<'<1 
6. Transporter 1 Company Name U.S. EPA ID Number 

' 
I ·' 

•' ., ' -/,· ,'' ; ! , __ , 

7. Transporter 2 Company Name ' U.S. EPA ID Number 

I 
8. Designated Facility Name and Site Address WAYNlc: DISPOSAL, !NC. SI fE: ii~! lj,NDH U.S. EPA ID Number 

4\l'.:\bO N HM :i'EFIVICt: !)RIVE MU) 04e rmo 1;:1a 
BELLEVILLE. Ml 48111 

Facility's Phone: (HOO) fS9:!--541lD I 
9a. 9b. U.S. DOT Description (including Proper Shipping Name, Hazard Class, ID Number, 10. Containers 11. Total 12. Unit 13. Waste Codes 
HM and Packing Group (if any)) No. Type Quantity Wt.Nol. 

"' 
~,1. UN:.i4'.:.1:?, Prlivchk11mall'J1l b1pl11,1ny!a;, %.ol!d, 9, PGll, FHG It'!/ I\ j-'(;.1 " 0 ' =~,.' -~ ~='= 

~ / / ·' I w 
' 

z 2. 
w 

"' --.. ··--~""". 

3. 
! --·'"-" -- "'" '!''' '" 

I 

4. 

-~ -~· ·~"··· ·~ " "' '"""' ''" "'" 

14. Spacial Handling Instructions and Additional Information 
I UM l WI/VIJii ~;1,;i Q, 0 

iJr1h.1u1,•C·ont·.ii-n·fef H'.JW.,,' .. ·' ,,_.((),_,:~£-.:··). :-·•~onH)(f' ;:itiwt l)i!\te. ··--·°''". - ... ,~' ,.!'.~- '''"'' 

15, GENERATOR'S/OFFEROR'S CERTIFICATION; I hereby declare that the contents of this consignment are fully and accurately described above by the proper shipping name, ard are classified, packaged, 
marked and labeled/placarded, and are in all respects in proper condition for transport according to applicable international and national governmental regulations. If export shipment and I am the Primary 
Exporter, I certify that the contents of this consignment conform to the terms of the attached EPA Acknowledgment of Consent. 
I certify that the waste minimization statement Identified in 40 CFR 262,27(a) (if I am a large quantity generator) or (b) (ifl am a small quantity generator) is tru.e. ,t 

Ge~~rato~'s/Offeror's PrintedlJJlped Name ,,~~""" .. /". Signature , ·"""' .,. _,'.,::,·/}', ~on_th 1 ~ay··J Y~EJr 
,' /, ,.? / 11" , 11· I 11 , ' 1 ' ":I I ' /"'t"] <' 1 :~/~/-~ I ' .'/ . .'-;', ''""""' { )>'' ,t• '••'(A ::>".-/l_J/:,·j/}'Y .·,' •• / ,-:·; ; .-·! I•'""~"" ,· ''} l '-~:t 

'"' 
16, International Shipments 

D Import to U.S. D Export from U.S. 
,,, 

I- Port of entry/exit: 
;;i; Transporter signature (for exports only): Date leaving U.S.: 

"' 17. Transporter Acknowledgment of Receipt of Materials w 
~ Transporter 1 .>.rlfite~~~~d Na~e 

;(<-'"''"'\ 
Signature 

I \,...,><, ~o.?\h ~aY, .Year 
\ I • I' .• :. 11 ·· I Ii(,), CL -If' / i..j•·' \ ? '. { "' """'"" 
I 

~ Transporter 2 Printed/Typed Name Signature Month Day Year 

I- I I I I 

I 
18. Discrepancy 

18a. Discrepancy Indication Space D Quanlily Drype D Residue D Partial Rejection D Full Rejection 

Manifest Reference Number: 

5 18b. Alternate Facility (or Generator) U.S. EPA ID Number 

c:; 
~ Facility's Phone: I c 18c. Signature of Alternate Facility (or Generator) I Month I Day Year w 
!;;: I z 

"' 19. Hazardous Waste Report Management Method Codes (i.e .. codes for hazardous waste treatment, disposal, and recycling systems) o; 
w 1. 

12 I' 14 c 
FC:B 

l 
20. Designated Facility Owner or Operator: Certification of receipt of hazardous materials covered by the manifest except as noted in Item 18a 
Pr'1nted/Typed Name Signature Month Day Year 

I I I I 
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Please print or type. (Form designed for use on elite (12-pitch} typewriter.) Form Approved. OMB No. 2050-0039 

UNIFORM HAZARDOUS 11. Generator ID Number 

WASTE MANIFEST IUJ Dt.H.J l~!;l OOh 
12. Page 1 :f f 3. ~:m~r~~ncy ~es:;o~s'e Phon~ .c '. ··~ 14. Manifest Tracking Number 

• ,n,.' '/i'i · )j1,. 016683922 JJK 
5. GeQ.era\~!'s iName .~n,d ,Mailing Ad~_res~ .... ·:· f~)lt:;;\lf:('}l~-~ ·,., Generator's Site Address (if different than mailing address) 

,)7 » 1\llAf<I VILl.J· .. c.E.N H ·: . . .t , · h. 'l:l ,.JUDITH LANt~ 

~·:~ l !.Clll!S, ~.fl() (\:1141 
I 

C.AHClKIA. I[ fi.~~~~()~3 
Generator's Phone: 1:~ 1.11 ffi' ll ·1H'>1 
6. Transporter 1 Company Name U.S. EPA ID Number 

i~f ., , .. .fl~(i'i'")<, f <;;· ., . . :l··:1,'"1 1 
_1:,. . r) -1 t 0 :s if a· tJ ;z :f .~it ,. .,, ' ' ·"'> /.. ... ~ ,r, .. · .. ~ ' ,. 

7. Transporter 2 Company Name .f U.S. EPA ID Number 

I 
8. Designated Facility Name and Site Address Wl1Y'Nl: DISPOSAL, INC:. SI fE in L.ANDf-1 U.S. EPA ID Number 

4!1'.:l:'!O N 194 t-;f: HV!CE. DH!VE Mil i Cl4f1 onn r:;:r; 
FlCLLEV!LlE. Ml 4H111 

Facility's Phone: (Hf.Jfl) f15J;[ .. ~14~:J.~i-J I 
9a. 9b. U.S. DOT Description (including Proper Shipping Name, Hazard Class, ID Number, 10. Containers 11. Total 12. Unit 13. Waste Codes 
HM and Packing Group (if any)) No Type Quantity Wt.Nol. 

I. UN'.14'.·C, Polyi:;hionn"'l<"il !:nph!:'llVl",, e.olid, fl. PCH, FJJ.O Ifft: ,· !< PO. l 
"' ' 
0 I t I/ '"I) 

~ ,·,i 
j 't.1.·i'. ''"'-·"'-" ~" 

w 
z 2. I w 
(!) 

3. 

,,,. "'". . ...... 

4. I 
I 

I• + _._,_.,,,. 

I 
14. Special Handling Instructions and Additional Information 

11.1M1~llWt!l/ :,;o;1 'Z.JJ!"(, 'f I{ .,i,.ljt., 
l.ff11it;t~ (:;1(!1·1t#lil"~l3f H.11t_,., ..... ···--"'~ .... ,. .... "' ... ,., .- . .. .. ,, _ :'i.'t1)!:,•l!:f:e .~:itiiltt i;t-,'fllfl' ... , __ ,.!. ... ~'..l~-·4.J.- ,,, .... _._ 

15. GENERATOR'S/OFFEROR'S CERTIFICATION: I hereby declare that the contents of this consignment are fully and accurately described above by the proper shipping name, arxJ are classified, packaged, 
marked and labeled/placarded, and are in all respects in proper condition for transport according to applicable internationai and national governmental regulations. If export shipment and I am the Primary 
Exporter, I certify that the contents of this consignment conform to the terms of the attached EPAAcknowledgment of Consent. 
I certify that the waste minimization statement identified in 40 CFR 262.27(a} (if I am a large quantity generator) or (b} (if I am a small quantity generator) is tr~e. 

Gene19tor's/Offeror's Printed/Typed ~\:)me 
' 

Signajdre /< .. /;;:.~ l 
Month Day Year 

f .,r I ,""'/ / - .. 1 ''.' .•. ~ j I . I . 11:,_111l1w {c,,/l//'':.1/t·"I ;.-•• ' .. 
·~ ,-, . ..... 

...J 16: International Shipments 
D Import to U.S. D Export from U.S. Port of entry/ex~: ' ~ 

~ Transporter signature (for exports only): Date leaving U.S.: 

"' 17. Transporter Acknowledgment of Receipt of Materials w 
ti< Transporter 1 Printed/Typed Name Signature Month Day Year 
0 ' I I I I 0. ' 
"' z Transporter 2 Printed/Typed Name Signature Month Day Year 
<( 

I I I I 0:: 
I-

I 
18. Discrepancy 

1 Ba. Discrepancy Indication Space 
D Quantity Drype DResidue D Partial ReJeGtion D Full Rejection 

Manifest Reference Number: 

~ 18b. Alternate Facility (or Generator) U.S. EPA ID Number 

0 
;'.I: Facility's Phone: I 
c 18c. Signature of Alternate Facility (or Generator) I Month I Day Year w 
!;c I z 
(!) 

19. Hazardous Waste Report Management Method Codes (I.e., codes for hazardous waste treatment, disposal, and recycling systems) 05 
"' 1. 

12 13 1· 
c j .... ~(;f,:; 

l 
20. Designated Facility Owner or Operator: Certification of receipt of hazardous materials covered by the manifest except as noted in Item 18a 
Pr'1nted/Typed Name S'ignature Month Day Year 

I I I I 
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Please print or type. (Form designed for use on elite (12·pitch) typewriter.) Form Approved. OMB No. 2050-0039 

UNIFORM HAZARDOUS 11. Generator ID Number 

WASTE MANIFEST ILD \.150 79? OOtl" 
1·2. Page 11f I 3j:-~(~;~enc: 5e,~p~~se Pj~~~t;,,._,1 

> '·" . I ,,.- - ··'· _.,_ .. ,. 1

4 
M(J'.i rr6gsu3'9 21 JJK 

5
· 
8'f !@~i'~p'1:pif,ji 1l19 tdfres~., !~)~lNif~f ;l~Jt J'f.,., \, ",, .. , .• (1L. , , "'" • ,~ 

Generato~s Site Address (if different than mailing address) 
m JUCrfHl l.l\!•,\F 

SI LOUIS, MO f\·:'1141 
I 

CAHOKIA. IL 1!32:.?():' 
Generator's Phone: 1;11,11 l.ll•,l-l'\Gi 
6, Transporter_ 1 pompa9y Name U.S. EPA ID Number 

;·'i-'1 I JJ' •. •• -f ,:l_-··> 'f 
''if'''' f;y /\ {I' (.i ., f 2 ... / , I ! . t. · L 

,,. I J. c ... ¥'' \--" '· ,•.'.' '" ,£. ' ,-
7. Transporter 2 Company Name ' U.S. EPAID Number 

I 
8. Designated ~aclllty Name and Site Address \i\/AtNE DISPOSAL, iNf; SITE #? U\NDFI U.S. EPA ID Number 

49:;~,o N !-:i/4 SEf~VICC Df'llVE M ![; 041.\ GHf.1 6'.~'.3 

BELLEVILLE. Ml 4!.l'l11 
Facility's Phone: (HOO) !'19:? Ci489 I 
9a. 9b. U.S. DOT Description (including Proper Shipping Name, Hazard Class, ID Number, 10. Containers 11. Total 12. Unit 13. Waste Codes 
HM and Packing Group (if any)) No. Type Quantity Wt.Nol. 

1. tH\~-~~11-~.:PZ, l··'1()Jy(;hl.£llh'Hrdfi.:Y(~ b!filH.S'Hj/ith·,- f,~wNJ, ~·!,, F1(.'.IH, t~.h?,(;i 11·1 I ; 'i?} I'· \'"''l.. ••. ,.,·1 
0:: I ii t'(V 0 \-"I, 

~ ' ,,·. ' 
w 
z 2. w 

"' 
3. 

. .. --·· '" ~-

4. 
, _ . 

14. Specjal HatJjili~ lnstructi_on_s and Additional Information 

'/ ,/,.z / l/i:: 1 t. ll0 .. 11 •1.Jl 1 s'"'n ;;i. S V«IJ 
titl~~vmi Con~ainer lfr& -0 -- ' .. ;~'..'Jt1H1ga St"1'1! Ctate· . , 

15. GENERATOR'S/OFFEROR'S CERTIFICATION: I hereby declare that the contents of this consignment are fully and accurately described above by the proper shipping name, ard are classified, packaged, 
marked and labeled/placarded, and are in all respects in proper condition for transport according to applicable international and national governmental regulations. If export shipment and I am the Primary 
Exporter, I certify that the contents of this consignment conform to the terms of the attached EPA Acknowledgment of Consent. 
I certify that the waste minimization statement identified in 40 CFR 262.27(a) (if I am a large quantity generator) or (b) (if I am a small quantity generato_r) Is true. 

Ge~i:!J~.t9~s/qffe~r's PrintedfTyped Name 
} /:,, Signa\uf

1
e /' <:. /.,; /( Month Dfiy Year 

f//' .' ' :~_·\·'!- ;l''"t' ). _.-', / '1 I 
.' ~ ,• ,-;'. .. ~1 . ...... 1 lZ 1It1llli ,'.. 

-' 16. International Shipments 
D Import to U.S. D Expor),f1om U.S. Port of eniry/exit: ;:.. 

;;:; Transporter signature (for exports only): Date leaving U.S.: 
0:: 17. Transporter fl.cknowledgment of Receipt of Materials w --li2 Transporter )!~lnte,~;yped_\Name- Signature . Mo~,,lh--~ ~a~-- )'~~I' 
0 I 

_.,,. ., I .. ' I ' ' 1 ·' Q. .' . 
__ , ' ' . 

"' z Transporter 2 Printed/Typed Name Signature Month Day Year 
<C 
0:: I I I I I-

l 
18. Discrepancy 

1 Ba. Discrepancy Indication Space D Quantity Drype D Residue D Partial Rejection D Full Rejection 

Manifest Reference Number: 

~ 18b. Alternate Facility (or Generator) U.S. EPA ID Number 

13 
it Facility's Phone: I 
Cl 1 Bc. Signature of Alternate Facility (or Generator) I Mocth I Day Year UJ 
!<( I z 
£! 19. Hazardous Waste Report Management Method Codes (i.e. codes for hazardous waste treatment, disposal, and recycling systems) 

"' w 1. 
12 13 14 c PCO 

l 
20. Designated Facility Owner or Operator: Certification of receipt of hazardous materials covered by the manifest except as nd:ed in Item 18a 
PrintedfTyped Name S'1gnature Month Day Year 

I I I I 
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Please prin~ or type (Form designed for use on elite (12-pitch) typewriter) 
,:,· ·'• 

Form Approved OMB No 2050-0039 ,:_.,, 

1 

UNIFORM HAZARDOUS 11. Generator ID Number 12. Page 1 of I ~:-,_.E~_e'.gency_'R~:~.P-~.n~e Pho,ne 1·· Meri s'sgs"3's 2 a JJK WASTE MANIFEST It!! UUO i')'.Z (!\)!) 1 .· - ' ', .. y l)i'( .- .. ... 

'; Gereriw~· ~A' 1'1.~MJlir t'eresj,, ·· 1~'-)\I v·1~~t1Ji Generator's Site Address (if different than mailing address) 
- '"'' >.,__,; '\ -i; i '" "( ... t .. ' •'~-· _) ._j •. 1 fi _.I\ JDITH tf\NE: 

·~' L t,()\HS. MO ('\:1141 
I 

f;,t\HOl<I/\_ It 0~·~:0:1 
Generator's Phone: {:~i 14) (;'/ "1·" 1 Hl1 
6. Transpope;r 1 Company Name U.S. EPA ID Number i:>'·R' z_ -,. <>'~\\>" 

C:·: t ri f1· -- ' {) {' -- 'i-. (,,v, : /- i I ,}:. ,,..,_' ',•' .. ) l< •-" f ~-·· 
7. Transporter 2 Company Name ' U.S. EPA ID Number 

I 
8. Designated Facility Name and Site Address V'<lt\Y'NF (Jl-~·;,;,F;~(J~3Al. ! !~-l(.' SlTL #2 LAh!DF! U.S. EPA ID Number 

40'.faO !\I f 84 HEH1i'IC-L DH IVE MIU 048 fl9r> f'<i'.' 
BLLl .. FVILLE. Ml 4tl1'l\ 

Facility's Phone: (f:IOO) b\~;1.s4e,r,1 I 
9a. 9b. U.S. DOT Description (including Proper Shipping Name, Hazard Class, ID Number, 1 o. Containers 11. Total 12. Unit 13. Waste Codes 
HM and Packing Group (if any)) No. Type Quantity Wt.Nol. 

n. 1.J~'~J4~)..:.'., l"''t:tiY't~r'!.10fin\o'lfl'.(.f\'..I j;j~pn-~\Wf1JH'>-, '!,\\OUfi, :-·J, ~-··c--i:n, t:.1..; 1,) tt·1 f /. l / ,f • 1-~-.- .. ~~~~~'f~-'- "'' -"' I d /,~, 1.:'':/i(,_'i' a /I .. 
~ ' 

t '/' 
w 2. :z I w 

"' """,,,, __ -· t ' -. ~--·· p '"'""''"-"' 

i 
3. ! 
4. 

'~ 

14. SpecialHandlini lnsfr~cijons a~ditional ln'f!!! 
I t 1~.1'4 tUl\:·~~nt :.1:~iJ · 04/ .. 

~~tnr~~I~~ Sbtfl u~1t'0 li,;.'-1 
Hr~quu <::um1,hn~1 H;n'.!\ ... "'~· ...... , ''"'"'·"":·~--·· ·"·- , .. --··--

15. GENERATOR'S/OFFEROR'S CERTIFICATION: I hereby declare that the contents of this consignment are fully and accurately described above by the proper shipping name, and are classified, packaged, 
marked and labeledfplacarded, and are in all respects In proper condition for transport according to applicable international and national governmental regulations. If export shipment and I am the Primary 
Exporter, I certify that the contents of this consignment conform to the terms of the attached EPA Acknowledgment of Consent. 
I certify that the waste minimization statement identified in 40 CFR 262.27(a) (if I am a large quantity generator) or (b) (if I am a small quantity generator) is ~rue. 

G7Zi'~~,Y{;~-~~:·:.:ri~ted~y~_~;a ~ame Signat.ur~ , ,- ;{,,, ,,-
l .i', Moptl1 f DiW. 1Y7ar 

t~" c' I / >/ /·~~'I' _.·(, ... •; I 1· I ( ·' "' ,_ ', ... ,., r / !'(._,_..,, 
' 

~ 16. International Shipments D Import to U.S D Export from U.S. Port of entry/exit: 
~ Transporter signature (for exports only): Date leaving U.S.: 

"' 17. Trans~_qrter Acknowledgment of Receipt of Materials w 
~ T rans~Te.rt1 t;-~i~t~19flypeJ. ... Nai;,.~it Signat/e _/ ~-o~,lb .. qq)"} Year 

)! I , .. 
··' I/. I 1 I I. 1('.: 3> .i I ,,,,.' 

. ( . ( ! i ,:51 

~ Transporter 2 Printed/Typed Name Signature Month Day Year 

~ I I I I 

I 
18. Discrepancy 

18a. Discrepancy Indication Space D Quantity 0Type D Residue D Partial Rejection D Full Rejection 

Manifest Reference Number: 
>- --
5 18b. Alternate Facility (or Generator) U.S. EPA ID Number 

u 
ii': Facility's Phone: I 
c 18c. Signature of Alternate Facility (or Generator) I Month I Day Year "' !;;: I z 

"' 19. Hazardous Waste Report Management Method Codes (i.e., codes for hazardous waste treatment, disposal, and recycling systems) u; 
w 1. 

12 I' I' c f'CFl 

l 
20. Designated Facility Owner or Operator: Certification of receipt of hazardous materials covered by the manifest except as noted in Item 18a 
Printed/Typed Name Signature Month Day Year 

I I I I 
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Attachment 17 - Parts List



Parts List
Judith Lane

Item Description Part Number
Maintenance 
Frequency Maintenance Reference Spare Quantity*

EPG Levelmaster Level Sensor (Transducer) KPSI 700 As needed N/A 1
EPG Levelmaster CH1000 Level Meter CH1000 N/A N/A 1
Badger M2000 Magnetic Flow Meter M2000 Not Required Pg. 55 of Installation and O&M Manual 1
Sensaphone Water Sensor FGD‐0056 N/A N/A N/A
EPG TSP Submersible Pump TSP 2‐8 As needed N/A 2
EPG Pump Motor MSF4005A16JX N/A N/A 2
EPG 150' Motor Lead MLF143CP150 N/A N/A 1

EPG LMSA 2000‐OCS Stand Alone, Level Monitoring 
Station Control Panel LMSA 2000 N/A N/A N/A
Vent Valves 050 RBX 2511 / 4001 As needed N/A 1

Ball Check Valves WTR 5109 As needed N/A 1
* These parts are kept on hand at the Judith Lane Site in the case of equipment malfunction.
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